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3 NOTE: CLTWater TO INSTALL 10" DIP SANITARY SEWER oy T 2
" AND 8" DIP WATER LINE ACROSS NCRR R/W TS 7 S—r S,
AN DS
) AS PART OF THE LYNX BLE, SEGMENT A PROJECT CHECKED BY:  KEH \%ﬁ? /O%;fg
o . PPROVED BY: = SEAL s =
S (i.e. BY OTHERS). THIS INCLUDES MANHOLES SREIELS = oo
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° BETWEEN MANHOLES #S1-16, #S1-17 AND 8" QSEPI = | kilorkays
WATERLINE BETWEEN -L- STA. 21+00 TO STA. TR e CONS TRUCT ION
+
23+75. UTILITY CONSTRUCTION
CLTWATER PROJECT NUMBER: 529-15-033 (WATER)
CLTWATER PROJECT NUMBER: 324-15-542 (SEWER)
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TCHLINE _y4— STAIZ ‘ ] L -Y4-,25.9 LT & PW10-300 LF 12" WATERLINE
L F ' _ 45° HORIZONTAL BENDS W/ S -¥5-, 21.0 RT
l , REMOVE EXISTING 67 WATERLINE, THRUST BLOCKS (TYPICAL) S
Ti VALVES, “FIRE HYDRANTS,SERVICES, §’ FIRE HYDRANT
B AT UTI TS AND ALL APPURTENANCES -260 LF-: ——— 12x12x6x6 CROSS
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Y / |GRAVITY SEWER MANHOLE #S1-16 $80°1949 W \ h -
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S S4-29 1-8X8X8 TEE : , ' &
S il | onox8 T 8" TAPPING 4" DIA. UTILITY 127 VALWES l
s \ d 2~ g VALVE MANHOLE #S1-15 1-8"  VALVE f Fg n
rF 1-45°BEND 1-45°BEND i s 136.03 LF 12" SANITARY ;1
_ 45° HORIZONTAL BENDS W/ C [ \ GRAVITY SEWER S
o oI T EANTTARY PW9-40 LF 8 THRUST ‘BLOCKS " (TYPICAL) L 1581°26'23"W N
WATER LINE . S
GRAVITY SEWER 12" VALVE \__[>" WATER WETER 5
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TG A0 LE 6" VITI‘,IAV'?'I;gSEIII\_IE & 303.76 LF 12" SANITARY = e
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é, -Y4-,/2.0" LT -L-, 2.0 RT GRAVITY SEWER VALVES, FIRE HYDRANTS,SERVICES,
_ S81°757 W AND ALL APPURTENANCES -520 LF-
20, WAT A METER  PROPOSED 8" WATERMAIN BETWEEN e o6 F o7 SRe
BRIDGE PIERS (BY OTHERS). GRAVITY SEWER
& 6" VALVE STEEL ENCASEMENT PIPE ACROSS N54°5'16" W
% NCRR R\W (BY OTHERS)
Q
S PROPOSED 10" DIP SANITARY SEWER 4" DIA. UTILITY
> N~ ~ BETWEEN BRIDGE PIERS (BY OTHERS). MANHOLE #S5-8
0 STEEL ENCASEMENT PIPE ACROSS
S NCRR R\W (BY OTHERS)
— S I 77 .16 LF 12" /SANITARY
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2 0 vy & «.¢ |GRAVITY. SEWER AR
= , Q Xa |N21°321"W = AR
i 4" DIA. UTILITY - 2= 0\
2 MANHOLE #S5-11 S e D
Q 72,,8 \\\\\ = \
S 185.68 ‘LF 12" SANITARY SO g NN
= GRAVITY SEWER Jsm o F R S
= N8°52'8"W Ze N Ny, N gy O S A > A
|; \\\\ ”/ G\
g %Y/ oy \\\\ 12 12" S ,// o
e F oSS # C-7
£ EXIST. FIRE HYDRANT TR LT s L
2 -Y5- 22+09.33, 20.22' RT WANHOLE RSt € sy | -
o o —><—472" DIA. UTILITY
L e A L B & A S /A S < Y ) N A 722 (N V0 S SR> g, A WV SE, ~ -~ e et LR r _ |MANHOLE #S5-9
N
O=



https://trust.docusign.com

		2015-06-01T10:29:35-0700
	DocuSign, Inc.
	Digitally verifiable PDF exported from www.docusign.com




